Z/MACTEC

engineering and constructing a better tomorrow

May 24, 2021

New York State Department of Environmental Conservation
Division of Environmental Remediation

Bureau of Program Management, 12" Floor

625 Broadway

Albany, New York 12233-7012

Attention: Payson Long
Subject: Site Visit Report — Franklin Cleaners (Site No. 130050)

Work Assignment # D009809-18
MACTEC Engineering and Geology, P.C., Project No. 3616206123

Dear Mr. Long:

MACTEC Engineering and Geology, P.C., (MACTEC) has prepared this Site Visit Report for the
New York State Department of Environmental Conservation (NYSDEC) Franklin Cleaners (Site) in
the Village of Hempstead, Nassau County, New York (Figure 1). On February 10, 2021, MACTEC
personnel met with NYSDEC’s callout subcontractor, Environmental Assessment & Remediation
(EAR), to perform a walkthrough of the Site’s associated groundwater extraction and treatment
system (GWE&TS) building located approximately one mile south of the Site in the Village of
Rockville Centre, New York (Figure 1). The visit included a general inspection of the current
monitoring well network, GWE&TS building, system components, safety equipment, and
documentation required to be maintained onsite per the Site Management Plan (SMP) (D&B, 2020).
A photographic log is presented in Attachment 1.

The current monitoring well network consists of two groundwater extraction wells, EW-1 and EW-

2, and seven groundwater monitoring wells, ASMW-1 through ASMW-7. Well locations were
visually verified for ASMW-4, -5, -6, and -7. Wells ASMW-1, -2, and -3 could not be located due to

MACTEC Engineering and Geology, P.C.

511 Congress Street o Portland, Maine 04101 o Phone: 207-775-5401 o Fax: 207-772-4762 www.mactec.com




Site Visit Report — Franklin Cleaners May 2021
NYSDEC - Site No. 130050
MACTEC Engineering and Geology, P.C., Project No. 3616206123

snow cover, and EW-1 and EW-2 could not be safely inspected due to their proximity to the Southern

State Parkway.

During the visit, the GWE&TS was inactive and partially disassembled; its components appeared to
be in fair condition. The system was reportedly shut down in July 2017 following a determination

that the system configuration was approaching asymptotic conditions (D&B, 2020).

An inspection of items listed in the State of New York Office of Fire Prevention and Control Report
of Inspection and Notice of Violation (Attachment 2) was completed. Items included one portable
fire extinguisher, three battery-powered emergency lighting units, an exposed section of wiring
associated with the system’s Sensaphone® remote monitoring unit, and safety equipment inspection

documentation.

The portable fire extinguisher appeared to be in fair condition, and records indicated an annual
inspection was last completed by a professional fire protection company in 2019. No documentation
of'a 2020 annual inspection was identified. During the visit, an activation test was performed at each
of the three emergency lighting units to ensure sufficient illumination for at least thirty seconds. One
of the three units, located above the treatment building’s main entry door, did not illuminate during
the activation test. Records of monthly emergency lighting tests (February to September 2020) and
monthly fire extinguisher inspections (January to September 2020) were made available by EAR and
left onsite to maintain compliance with the New York State Uniform Fire Prevention and Building
Code. An annual 90-minute power test of the emergency lighting equipment appears to have been

completed in June 2020 based on records provided by EAR.

Approximately five inches of exposed wiring was observed exiting the top of the wall-mounted
Sensaphone® unit and entering the bottom of a metal conduit located at the treatment building’s
south wall. Based on the 2020 Report of Inspection and Notice of Violation, the wires are required
to be enclosed within an approved cover. The unit was inactive and unplugged at the time of the visit

and is not currently in use.

An Operation and Maintenance Plan from 2003 was located onsite; however, a copy of a 2020 Site
Management Plan (SMP) was not located during the visit. A copy of the SMP will be placed in the
GWETS building at a future visit.
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On March 25, 2021, MACTEC oversaw Coastal Fire Systems, Inc. of Amityville, New York, a
professional fire protection company, perform an annual inspection of the fire extinguisher located
in the GWE&TS building. Stickers identifying the location of the fire extinguisher were applied to
the outside of the building’s main entry door and to the wall above the fire extinguisher. Coastal Fire
Systems, Inc. recommended an additional extinguisher be placed in the building based on the
building’s size and number of circuit breakers. During this visit, MACTEC completed a monthly
activation test of the three emergency lighting units. The unit above the main entry door did not
illuminate during the test, as noted during the February 10, 2021, visit, and is recommended for

replacement. Record of activation tests are maintained onsite.
Please let us know if you have any questions or need any additional information.

Sincerely,

MACTEC Engineering and Geology, P.C.

Katie Amann Bradley B. LaForest, NRCC-EAC

Project Scientist Project Manager

Enclosures (3):
Figure 1: Site Location Map
Attachment 1: Photographic Log
Attachment 2: Report of Inspection and Notice of Violation
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Attachment 1 — Photographic Log

Client: NYSDEC DEC Site Number 130050
Site Name: Franklin Cleaners Site Location: Rockville Centre, New York.
Photographer: 6 g
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Katie Amann : Jf /
Date: gl S
February 10, 2021 —

Photograph: 19

Direction:
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Description:

Exterior of
groundwater treatment
building (south side).
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Photographer:

Katie Amann

Date:
February 10, 2021

Photograph: 20

Direction:
NA

Description:

Three 55-gallon drums
staged upside down
outside of groundwater
treatment building (north
side).
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ATTACHMENT 2



State of New York
Office of Fire Prevention and Control

1220 Washington Avenue, Bldg 7A
Albany, NY 12226

Phone#: (518) 474-6746

Fax#: (518) 474-3240

REPORT OF INSPECTION
AND
NOTICE OF VIOLATION

Facility: DEC Renediation Site - 130050

You are hereby notified that an inspection of the above naned facility by the
New York State O fice of Fire Prevention and Control disclosed violations of
the New York State Uniform Fire Prevention and Buil di ng Code. The nature and
| ocation of the violations are specified on the acconpanyi ng pages.

These viol ations pose a potential for physical injury or death to the
occupants of the building due to fire. As required by Title 19 of the NewYork
Code Rul es and Regul ati ons (NYCRR), these violations are expected to be abated
wWithin the tine franmeidentified. Failure to remedy the violations by the date
speci fied can expose the custodial agency to potential sanctions or penalties
based on the severity of the hazard(s), and/or closure of the building if
conditions constitute an immnent threat to public health or safety.

Verification that the corrective action has been taken nmay be perforned
through re-inspection of the property.

Any questions relating to this inspection should be directed to the New York
State Ofice of Fire and Prevention and Control - Fire and Life Safety Branch
at the location indicated bel ow

District Supervisor:

[Pttty T

Tygar, Bradl ey

Deputy Chi ef
| nspector : Pl urre, Roy Janmes Jr
O Perry Duryea State Office Building
250 Veterans Memorial Highway
Rm 4A8

Hauppauge, NY 11788
631-952-3393

















http://www.dos.ny.gov/dcea/pdf/Part1205.pdf
http://www.dos.ny.gov/dcea/pdf/Part1205.pdf
http://www.dos.ny.gov/dcea/pdf/Part1205.pdf
http://www.dos.ny.gov/dcea/board_rev.html
http://www.dos.ny.gov/dcea/reg_off_cty.html
http://www.dos.ny.gov/dcea/pdf/varianceapp_311.pdf
http://www.dos.ny.gov/dcea/pdf/varianceapp_311.pdf
http://www.dos.ny.gov/dcea/pdf/varianceapp_311.pdf
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